
Programming a Unique ID into an L75 unit

Remove power from the L75 unit.

Re-apply power to the L75 unit and immediately hold down both the “MENU” and the “ALARM MODE” keys at the same time.  You may need to hold them for around 10 seconds until a Unique ID menu appears.

You will see a display similar to below:

Current Unit ID FL0000

Enter New Unit ID FL0000

There will be characters flashing in the New Unit ID.  

You will next need to enter the Unique ID provided to you by Thor Guard.

To change the currently flashing character, press the “CHANGE-TEST” button on the L75 unit until you see the desired character.  Then press the “MUTE-ENTER” button on the L75 unit to enter that selection.  

To change the next flashing character, complete repeat the process in the above step.

When you have selected the last character in the ID by pressing the “MUTE-ENTER” key, a new menu will appear that is similar to the display below:

Select Packet Size (25)

Press the “CHANGE-TEST” button on the L75 unit until you see the packet size change to (35).  It should then look like the line below:

Select Packet Size (35)

 Press the “MUTE-ENTER” key on the L75 unit to save that selection.

The Thor Guard unit should now be programmed to output data using the Unique ID that was entered.  No further steps are necessary for the correct operation of your L75.


